Introduction 21
The accurate modelling of hydraulic transient events in water supply pipe networks is 
302
The ability of conceptual transient models that are developed to replicate measured responses 303 will be quantified using the error variance (s 2 ) for the data points comprising measured and 1.0E-02
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W Tau (dimensionless time)
Weighting function -m11=0 , n11=0
Weighting function -m11=1434 , n11=4277 
